REVI SI ON 2

M d MIIJDADE
Date: 13-SEP-12 emorandum
To: Jack Osterholt, Director

Department of Regulatory and Economic Resources

From: William W. Bryson, Fire Chief.
Miami-Dade Fire Rescue Department

Subject: 72012000085

Fire Prevention Unit:

APPROVAL

Fire Engineering and Water Supply Bureau has no objection to site plan date stamped received August 21, 2012. Any
changes to the vehicular circulation must be resubmitted for review and approval.

This plan has been reviewed to assure compliance with the MDFR Access Road Requirements for zoning hearing
applications only. Please be advised that during the platting and permitting stages of this project, the proffered site plan
must adhere to corresponding MDFR requirements.

Service Impact/Demand

Development for the above 22012000085
located at LYING SOUTH OF SW 15 STREET, BETWEEN SW 145 AVENUE & SW 147 AVENUE, MIAMI-DADE
COUNTY, FLORIDA.

in Police Grid 1430 Is proposed as the following:

dwelling units square feet

residential industrial

square feet square feet

" Office institutional

square feet 12,140 square feet

Retail nursing home/hospitals

Based on this development information, estimated service impact is: 8.14 alarms-annually.
The estimated average travel time is: 6:20 minutes

Existing services

The Fire station responding to an alarm in the proposed development will be:

Station 61 - Trail - 15155 SW 10 Street
ALS Engine.

Planned Service Expansions:
The following stations/units are planned in the vicinity of this development:
None.

Fire Planning Additional Comments

Current service impact calculated based on site plan date stamped received August 21, 2012. Substantial changes to the
plan will require additional service impact analysis.




For information regarding the aforementioned comments, please contact the Miami-Dade Fire Rescue
Department Planning Section at 786-331-4540.



REVI SI ON 1

M d MIIJDADE
Date: 29-AUG-12 emoranaum
To: Jack Osterholt, Director

Department of Regulatory and Economic Resources

From: William W. Bryson, Fire Chief.
Miami-Dade Fire Rescue Department

Subject: 72012000085

Fire Prevention Unit:

OBJECTIONS:

These objections are for site plan date stamped received August 21, 2012.

- Applicant must provide proper T-Turn around complying with the MDFR Site Requirements, as follows:

A T-Turn or Y-Turn with an extension of the &¢¢ T or Y&¢,¢ to be a minimum of 46 feet from the edge of each side of the
roadway (not the center of the roadway) which must be a suitable surface as described below and approved by the AHJ.
- Provide a Knox key switch or a Knox pad lock for all entry gates for MDFR access.

- One-Way access roads shall be 15 feet width minimum.

- Clearly indicate on plans that porte-cochere shall provide a mimimum vertical clearance of 13'6".

Service Impact/Demand

Development for the above 22012000085
located at LYING SOUTH OF SW 15 STREET, BETWEEN SW 145 AVENUE & SW 147 AVENUE, MIAMI-DADE
COUNTY, FLORIDA.

in Police Grid 1430 is proposed as the following:
N/A dwelling units N/A square feet
residential industrial
N/A square feet N/A square feet
" Office institutional
N/A square feet 12,141

square feet

Retail nursing home/hospitals

Based on this development information, estimated service impact is: 8.14 alarms-annually.
The estimated average travel time is: 6:20 minutes

Existing services

The Fire station responding to an alarm in the proposed development will be:

Station 61 - Trail - 15155 SW 10 Street
ALS Engine

Planned Service Expansions:

The following stations/units are planned in the vicinity of this development:
None.

Fire Planning Additional Comments

Current service impact calculated based on site plan date stamped received August 21, 2012. Substantial changes to the
plan will require additional service impact analysis.




For information regarding the aforementioned comments, please contact the Miami-Dade Fire Rescue
Department Planning Section at 786-331-4540.



MIAMI-DADE

Date: 09-JUL-12 Memorandum

To: Jack Osterholt, Director
Department of Regulatory and Economic Resources

From: William W. Bryson, Fire Chief.
Miami-Dade Fire Rescue Department

Subject: 72012000085

Fire Prevention Unit:

OBJECTIONS:

Maximum Dead-End of 150 feet is exceeded. Applicant must provide a turnaround for Fire Department access.
- Provide a Knox pad lock of Knox key switch for all entry gates for Fire Department access.

- Minimum 15 feet road width required for One-Way roads or 20 feet road width for Two-Way roads.

Service Impact/Demand

Development for the above 22012000085
located at LYING SOUTH OF SW 15 STREET, BETWEEN SW 145 AVENUE & SW 147 AVENUE, MIAMI-DADE
COUNTY, FLORIDA.

in Police Grid 1430 Is proposed as the following:
N/A dwelling units N/A square feet
residential industrial
N/A square feet N/A square feet
~Office institutional
% square feet 12,141 square feet

nursing home/hospitals

Based on this development information, estimated service impact is: 8.14 alarms-annually.
The estimated average travel time is: 6:20 minutes

Existing services

The Fire station responding to an alarm in the proposed development will be:

Station 61 - Trail - 15155 SW 10 Street
ALS Engine,

Planned Service Expansions:

The following stations/units are planned in the vicinity of this development:
None.

Fire Planning Additional Comments

Current service impact calculated based on site plan date stamped received June 20, 2012. Substantial changes to the plan
will require additional service impact analysis.




For information regarding the aforementioned comments, please contact the Miami-Dade Fire Rescue
Department Planning Section at 786-331-4540.



